From

The General Manager/Commercial,
UHBVN, Panchkula.

To

All CEs/(OP)/SEs(OP)Xens/SDOs/op,
JE-I, Incharge in UHBVN.

Memo No.Ch-99/SS-357/D/VDS/2005
Dated: 16.6.2008

Sub: Voluntary Scheme for declaration of un-authorised load VDS-2008.

Keeping in view the persistent demand by the public and feedback received from the field offices, it has been decided to extend the voluntary disclosure scheme for DS, NDS and AP tubewell connection upto 31.7.2008 and launch voluntary disclosure scheme of industrial consumers which shall also remain open till 31.7.2008

1. **Domestic and Non-domestic categories:**


2. **Agriculture Pumping Supply category:**

   The validity of sales circular No.U-93/2007 dated 27.12.2007 is extended upto 31.7.2008 with the following salient features:

   a) AP tubewell consumers may declare the extended load of motors of their tubewell connections by submitting an “Application and Agreement” form. They need not submit any terms and conditions Forms or affidavits.

   b) The consumer will submit a test report for the extended load along with advance consumption security.

   c) The extension of load will be regularized with existing system i.e. if lines and transformers etc. can take up the additional load. However, if the existing system cannot take up the additional load so declared by the consumer, then the existing equipment/transformer will be augmented by
the Nigam after observing required formalities. However, if the capacity is not available in the feeding sub-station, then the consumers shall be asked to remove the unauthorized load.

3. **Industrial Consumers**:
   a) The industrial consumers may declare their unauthorized load by submitting 'A&A' form along with test report. They need not submit any terms and conditions forms and affidavit.
   a) They shall deposit the requisite Advance Consumption Security and Service Connection charges for the extended load.
   b) In case of HT consumers, the consumer shall submit revised contract demand undertaking as per existing instructions in case the consumer opt for change in contract demand.
   c) The extension of load shall be regularized with the existing system i.e. lines and transformers etc. if they can take up the extended load. In case, the existing LD system cannot take up the extended load declared by the industrial consumers, the existing equipment/transformers should be augmented after observing required formalities. In case the capacity is not available in the feeding sub-station, then the consumer shall be asked to remove unauthorized extended load.
   d) In case the extended load causes a change in category of consumers from LT to HT, the consumer shall be required to declare his contract demand and change to HT pressure of supply by completing all the related formalities.
   e) In case the extended load necessitates installation of metering equipment of higher rating, the consumer shall provide the metering equipment if the same is not available with the Nigam.
   f) The scheme shall remain open upto 31.7.2008

Wide publicity should be given to the above voluntary disclosure schemes by the field offices through media/local TV channels, Associations etc. No checking of connected load of the above categories shall be carried out during the operation period of the scheme.

The scheme shall also be available to the consumers who have applied for extension of load and their applications are under process.
General Manager/Comml.,
UHBVN, Panchkula.