
UTTAR HARYANA BIJLI VITRAN NIGAM 
Sales Instruction No. U- 07/2011  

From  
  The Chief General Manager/Commercial, 
  UHBVN, Panchkula.  
To   
  All CEs/(OP)/SEs(OP)Xens/SDOs/op,  
  JEs-I, Incharge in UHBVN.  
  
 Memo No. Ch. 25/TR-95(90)/BHP/reading/C-I 

 Dated: - 24.01.2011 
 
Subject: Capacity of transformers commensurate with load installed by 

HT consumer. 
  

 Sales Instructions No.30/2005 dated 18.08.2005, S.I. 

No.5/2010 dated 22.03.2010 and S.I. No.12/2010 issued on 01.06.2010 provides 

that the capacity of transformer installed by HT consumer should be restricted to 

the sanctioned load/contract demand i.e. capacity of transformer will be allowed 

only 10 to 20% higher than the sanctioned contract demand close to the standard 

capacity of the transformer. 

It has come to the notice that still higher capacity 

transformers are being installed. So the matter has again been reviewed and 

decided to check this problem. Henceforth, following practice should be adopted. 

 
Sr.No Sanctioned contract Demand (In 

KVA) 
Permissible Capacity of T/F (in 
KVA) 

1 50-60 63 
2 61-80 100 
3 81-135 160 
4 136-170 200 
5 171-210 250 
6 211-250 315 
7 251-335 400 
8 336-420 500 
9 421-525 630 
10 526-670 800 
11 671-835 1000 
12 836-1050 1250 
13 1051-1250 1500 
14 1251-1670 2000 
15 1670-2085 2500 
16 2085-2500 3000 

 
1. SDO/OP will invariably write on the Demand Notice the maximum capacity 

of the transformer which can be installed by the consumer.  

2. The officer/official verifying the Test Report will ensure that the capacity of 

the transformer installed, is as per the Demand Notice.  

3. M&P will also ensure that capacity of the transformer is matching with the 

sanctioned load and in case it is more, then the connection may not be 

released without compliance of instructions in this regard.  

4. CEI Govt. of  Haryana will also not approve connection where the capacity 

of the transformer is found more than the permissible limit.  



5. This policy will be applicable in case of extension/reduction of loads also. 

In no case existing higher capacity transformer be allowed to continue at 

the time of reduction of load.   

     All the Sales Instructions issued on the subject matter are 

superseded by the current instructions.  

The above instructions should be brought to the notice of 

all concerned for careful and meticulous compliance.  

 
Chief General Manager/Comml. 

                                                                   UHBVN, Panchkula. 


