
UTTAR HARYANA BIJLI VITRAN NIGAM 
          Sales Circular No.U-03/2012 

From 

  The Chief General Manager/Comml., 
  UHBVN, Panchkula. 

To 

All CEs/ (OP)/SEs (OP) Xens/SDOs/op,                                                                                  
JEs-I, Incharge in UHBVN. 

Memo No.Ch-36/SS-403/64/Ind. feeder/CGM/C-I                                                           
Dated: 15.03.2012. 

Subject: Construction of independent feeder for single or a group of consumers (for 
11KV level). 

  
Sales Circular No.U-07/2011 issued vide memo no.Ch-26/SS-403/64/Ind. feeder 

/GM/C-I dated 01.03.2011 vide which it was decided that the load of individual industry must be 

at least 1 MW. For group of industries the independent feeder shall be allowed if load is more 

than 1 MW.  
On the persistent demand of Industrialist/Institutions and to have parity in both 

the utilities, the matter has been reviewed and decided by the Board of Director’s in its meeting 

held on 12.01.2012 that for individual/group of consumers, the independent feeder would be 

allowed having load 250 KW and above. Further, the draft was approved by WTDs in its 

meeting held on 02.03.2012. 

1. The deposit estimate shall be made keeping into consideration the following i.e.,  

i. Load up to 1 MW- Rabbit (50mm2) conductor shall be used on 11 meters poles with a 

maximum span length of 60-70 meters. 

ii. For Load above 1 MW up to 2 MW- Raccoon (80mm2) conductor shall be used on 11 

meters poles with a maximum span length of 50-60 meters. 

iii. For Load above 2 MW- Dog (100 mm2) conductor shall be used on 11 meters poles with 

a maximum span length of 50 meters. 

Sr. 
No. 

Consumer The load on which 
a Independent 
feeder allowed  

Sanctioning 
authority 

1. All Govt. Deptt. 
(Central/State/U.T) 
a) Govt. Hospitals 
b) PWW 
c) Defence services 
d) Telephone exchange 
e) All India radio 
f) Railways 
g) Educational Institutions  
h) Govt. Sewerage disposal plants 
i) Govt. Treatment Plants 
j) Govt. Chilling plants 
k) Any other 

100 KW or more Director/OP 
 

2. Private Educational Institutions (approved by 
State/Central Govt./Authorized body)  

250 KW or more WTD  

3. Individual or Group of Individual Hospitals, Nursing 
Home having facility of ICU, Operation Theatre or 
Indoor facility run by either trusts, Societies or even 
by Individual, Commercial or Group of Commercial 
such as Shopping Malls, Shopping Centres etc 

250 KW or more WTD 

4. Industries 
a. Individual 
b. Group of Industrial Consumers 

250 KW or more WTD 

 



* For any Group of a category or a mixed group the maximum number of consumers shall be 5 

(Five) in number for consideration under this policy. 

** Any relaxation in guidelines shall also be considered and approved in all cases by Whole 

Time Directors with information to the Board of Directors in the next meeting. 

The other terms and conditions/Guidelines are as given below:- 

1. The independent feeder would be allowed only when there is no problem of any sort for 

laying of independent feeder i.e. right of way. 

2. The option of having exclusive independent feeder from UHBVN shall be available to the 

consumers who deposit the full cost of constructing such feeders which includes cost of 11 

KV line/feeder from sub-station to the consumer premises up to metering equipment, VCB, 

Auto Reclosure and other allied material at the sub-station required for connection and 

controlling the independent feeder. The departmental charges as applicable shall be levied 

on the total cost of the estimate of the works to be carried out by the Nigam. 

3. In case an applicant opts for self execution of work, then 1.5% or as applicable supervision/ 

inspection charges shall be levied on the total cost of the estimate. 

4. The consumers having independent feeder shall not have an exclusive right over the feeder. 

Nigam may allow additional connections on the feeder if so desired. Feeder erected at the 

cost of the consumer shall become the property of the Nigam after energisation. 

5. Maintenance of such independent feeder would be carried out by the Nigam’s staff. 

6. All connections on independent feeder would be released on HT pressure only. For Govt. 

Hospitals and PWW consumers, exception may be made on SEs recommendations. 

However, the connections above 50 kW will be released on HT pressure keeping in view the 

HERC directions. For connections in the congested areas, dry type D.Ts may be installed at 

consumers cost in view of better supply. 

7. All the independent feeders would be taken on Fixed Assets Register of the Nigam at Zero 

value.  

8. As per HERC Regulation no. HERC/12/2005 dated 26th July 2005 on duty to supply 

electricity on request, Power to recover expenditure incurred in providing supply & power to 

require security sub regulation 4.5.3. The billing of the consumer connected on independent 

feeder shall be made on the basis of energy meter installed at the S/Stn. The reading of the 

meter installed at the consumer premises should also be taken for comparison purpose. 

Operation staff should conduct accucheck on consumer meter every month and the M&P 

Staff should conduct accucheck on feeder meter every month. 

9. For Group of Industrial consumers, the consumption of the energy be recorded from 
the energy meter installed at the consumer premises. However for energy audit 
purpose, the consumption recorded by the substation meter and the energy recorded 
by the energy meters at the consumer premises be compared. If variation exceeds 2% 
then after checking of all the consumers on the feeder by the M&P Wing, the check 
meters will be installed. 

10. That any independent feeder erected at the request of an applicant becomes the property of 

the Nigam as per clause 4.7 of the HERC regulation no. HERC/12/2005 but the cost initially 

incurred by the original applicant should be shared by other consumers while tapping the 

independent feeder.  

 

 



The sharing of cost will be as given below.  

 e.g. A _____________C____________B  

 

    D 

Suppose cost of line from point A to B = X  

Cost of line from point A to C = Y  

Cost of line from point C to D = Z  

Now the new applicant wants tapping from the independent feeder will have to share the 

cost to the original consumer is Y/2 and the new applicant will bear the cost i.e. Y/2 + Z and 

like wise others (the cost sharing is restricted to second consumer only as after that it will 

become a group of industrial feeder).  

While tapping the independent feeder for release of new connection, the proportionate cost 

payable by the new consumer to the original consumer cannot be more than the estimated 

cost of the Nigam. In case of disputes of cost, Nigam estimated cost will be the maximum 

cost payable. 

The feeder length should be maximum 5 Kms. The connections on the Independent feeder 

will be released keeping in view that line losses should not exceed 3%. 

11. For cases where 11kV crossing exists, spans of both the feeders i.e., 11kV independent 

and other feeder shall be provided with HT AB Cable. The total expenditure shall be borne 

by the beneficiary. 

All the instructions i.e., SC No.U-36/2009, U-47/2009, U-07/2011 issued on the 

subject stands superseded and SI No.U-21/2011 stands amended. 

The above instructions should be brought to the notice of all concerned for 

careful and meticulous compliance. 

 
Chief General Manager/Commercial                        

UHBVN, Panchkula 

 

 

 

 

 


